
AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT
1 of 44

1 0 1. CONTRACT ID CODE
 

0001

00092

Office of Acquisition, MRG-7200,7737 Hampton Boulevard, Building 4D,
Room 211

Office of Acquisition, MRG-7200,7737 Hampton Boulevard, Building 4D, Room
211

FACILITY CODECODE *

11. THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS 

The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offers is extended, is not extended.

Offers must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended, by one of the following methods:

(a) By completing Items 8 and 15, and returning ________ copies of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer
submitted; or (c) By separate letter or telegram which includes a reference to the solicitation and amendment numbers.  FAILURE OF YOUR ACKNOWLEDGMENT
TO BE RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATE SPECIFIED MAY RESULT
IN REJECTION OF YOUR OFFER.  If by virtue of this amendment you desire to change an offer already submitted, such change may be made by telegram or
letter, provided each telegram or letter makes reference to the solicitation and this amendment, and is received prior to the opening hour and date specified.

12. ACCOUNTING AND APPROPRIATION DATA (If required)
2008 -   - X1750 - 120 - SM - P107 - 0 - 0000 - 710000 -   -  -   -   - 25711 - 6100 - 6600 -  

13. THIS ITEM ONLY APPLIES TO MODIFICATION OF
CONTRACTS/ORDERS.

IT MODIFIES THE CONTRACT/ORDER NO. AS DESCRIBED IN ITEM 14.

is not,   X 1

THE PURPOSE OF THIS MODIFICATION IS TO ESTABLISH PERIOD OF PERFORMANCE FROM 20 OCTOBER 2008 THROUGH 20 NOVEMBER 2008

Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect.

15A. NAME AND TITLE OF SIGNER (Type or print) 16A. NAME AND TITLE OF CONTRACTING OFFICER

15B. CONTRACTOR/OFFEROR 15C. DATE SIGNED

(Type or print)

16B. United States of America 16C. DATE SIGNED

BY
(Signature of person authorized to sign) (Signature of Contracting Officer)

10/02/2008

NSN 7540-01-152-8070
PREVIOUS EDITION 
UNUSABLE

STANDARD FORM 30 (REV. 10-83)
Prescribed by GSA FAR (48 CFR)

53.243

14. DESCRIPTION OF AMENDMENT/MODIFICATION (Organized by UCF section headings, including solicitation/contract subject matter where feasible.)

Laurel Bishop

00092

CHECK ONE

B.  THE ABOVE NUMBERED CONTRACT/ORDER IS MODIFIED TO REFLECT THE ADMINISTRATIVE CHANGES (such as 
changes in paying office, appropriation date, etc.) SET FORTH IN ITEM 14, PURSUANT TO THE AUTHORITY OF FAR 43.103(b).

C.  THIS SUPPLEMENTAL AGREEMENT IS ENTERED INTO PURSUANT TO AUTHORITY OF:

BILATERAL AGREEMENT

A.  THIS CHANGE ORDER IS ISSUED PURSUANT TO:  (Specify authority)  THE CHANGES SET FORTH IN ITEM 14 ARE MADE IN  
THE CONTRACT ORDER NO. IN ITEM 10A.

D.  OTHER (Specify type of modification and authority)

Page
1 of 44

2. AMENDMENT/MODIFICATION NO.

6. ISSUED BY CODE 7. ADMINISTERED BY (If other than Item 6) CODE

9A. AMENDMENT OF SOLICITATION NO.

E. IMPORTANT:   Contractor      is required to sign this document and return  _____  copies to the issuing office.

(X)

(X) 10B. DATED  (SEE ITEM 13)

10A. MODIFICATION OF CONTRACT/ORDER

9B. DATED (SEE ITEM 11)

Norfolk, VA 23505 Norfolk, VA 23505

DOT/Maritime Administration, SAR Acquisition DOT/Maritime Administration, SAR Acquisition

8. NAME AND ADDRESS OF CONTRACTOR   (No., street, county, State and Zip Code)

PORTSMOUTH, RI 02871-6145

FIREX INC
1650 WEST MAIN RD

NO.

09/23/2008

DTMA2P08161

3. EFFECTIVE DATE
10/02/2008

4. REQUISITION/PURCHASE REQ. NO.
PRSAR080460

5. PROJECT NO. 
 

(If applicable)

laurel.bishop
New Stamp



Line Item 
Summary

PageTitleDocument Number 1 44 2

$19,440.00Total Funding:

DTMA2P08161/0001 ENT080460-FIRE EXTING. 02 Oct 08 2 of 44

           
Fund Budget Org Sub Object Class Sub Program Cost Org Sub Sub Reporting CategoryProj/Job No.

 

FYs
 

  
Closed FYs Cancelled Fund

Line Item
Number Description

Delivery Date

Total CostQuantity
Unit of
Issue Unit Price

Division
  

(Start date to End date)

$0.00 $0.00

Change in Delivery Date, Extended Description, Performance Period
Perform the annual inspection, maintenance and testing of all portable fire extinguishers in accordance with the attached
statement of work, CLIN 0001 within the period of performance, which is indicated

0001 Perform Annual Inspection, Maintenance &
Testing of All Portable Extinguishers

0.00 JOB11/30/2008 

(10/20/2008 to 11/30/2008)

Ref Req No: PRSAR080460

$0.00 $0.00

Change in Delivery Date, Performance Period
Perform the annual inspection, maintenance & testing of all fixed CO2 systems in accordance with the attached statement of
work, CLIN 0002.

0002 Perform Annual Inspection, Maintenance &
Testing Of All Fixed CO2 Systems

0.00 JOB11/30/2008 

(10/20/2008 to 11/30/2008)

Ref Req No: PRSAR080460

$0.00 $0.00

Change in Delivery Date, Performance Period
Perform the annual inspection, maintenance & testing of the Kidde smoke detection system in accordance with the attached
statement of work, CLIN 0003.

0003 Perform Annual Inspection, Maintenance &
Testing of The Kidde Smoke Detection
System

0.00 JOB11/30/2008 

(10/20/2008 to 11/30/2008)

Ref Req No: PRSAR080460

$0.00 $0.00

Change in Delivery Date, Performance Period
Perform the annual inspection, maintenance & testing of the Ansul galley fire suppression system in accordance with the attached
statement of work, CLIN 0004.

0004 Perform Annual Inspection, Maintenance &
Testing of the Ansul Galley Fire Suppression
System

0.00 JOB11/30/2008 

(10/20/2008 to 11/30/2008)

Ref Req No: PRSAR080460

$0.00 $0.00

Change in Delivery Date, Performance Period
Provide 20 hours of supplemental labor in accordance with the attached statement of work, CLIN 0005.

0005 Supplemental Labor 0.00 JOB11/30/2008 

(10/20/2008 to 11/30/2008)

Ref Req No: PRSAR080460



Line Item 
Summary

PageTitleDocument Number 1 44 2

$19,440.00Total Funding:

DTMA2P08161/0001 ENT080460-FIRE EXTING. 02 Oct 08 3 of 44

           
Fund Budget Org Sub Object Class Sub Program Cost Org Sub Sub Reporting CategoryProj/Job No.

 

FYs
 

  
Closed FYs Cancelled Fund

Line Item
Number Description

Delivery Date

Total CostQuantity
Unit of
Issue Unit Price

Division
  

(Start date to End date)

$0.00 $0.00

Change in Delivery Date, Performance Period
Provide up to $2,000 in supplemental material in accordance with the attached statement of work, CLIN 0006.

0006 Supplemental Material 0.00 JOB11/30/2008 

(10/20/2008 to 11/30/2008)

Ref Req No: PRSAR080460

$19,440.00

$0.00

$19,440.00Previous Total:
Modification Total:

Grand Total:
(Includes Discounts)



Address Detail
3 44Title

ENT080460-FIRE EXTING.

Document Number

DTMA2P08161/0001

Page

4 of 44

Shipping Addresses
Code Detail Code Detail

Addr: c/o Massachusetts Maritime Academy 101 Academyc/o Massachusetts Maritime Academy 101 Academy
T.S. ENTERPRISE TS ENTERPRISEOrg:

Addr:
Org: 00020001

Attn:
Phone:
Fax: (   )    -     ext.     Fax: (   )    -     ext.     

(   )    -     ext.     Phone: (   )    -     ext.     
J. Taddia Attn: J. Taddia
Buzzards Bay  MA   02532 Buzzards Bay  MA   02532

Invoice Addresses
Code Detail

MARAD A/P SAR Invoices Branch, AMZ-150 PO B
DOT/  Enterprise Services Center (ESC) OFO/FAA,0001

Addr:
Org:

(   )    -     ext.     Fax:
(757) 441-3716 ext.     Phone:
Jennifer Fallis, FCOAttn:
Oklahoma City  OK   73125



   Document No. 

DTMA2P08161/0001 

Document Title 

ENT080460-FIRE EXTING. 
  Page 5 of 44 

 

 TABLE OF CONTENTS 
 
SECTION A -- Solicitation/Contract Form 6 
 A.1 Summary of Changes 6 
 A.2 STATEMENT OF WORK 6 
 



   Document No. 

DTMA2P08161/0001 

Document Title 

ENT080460-FIRE EXTING. 
  Page 6 of 44 

 

SECTION A -- SOLICITATION/CONTRACT FORM  
 
 
A.1 SUMMARY OF CHANGES 
 
 
  The free form item ‘STATEMENT OF WORK’has been added. 
 
 
 
A.2 STATEMENT OF WORK 
 
 
STATEMENT OF WORK 
 
Title: Perform Annual Inspection, Maintenance & Testing of Portable and Fixed Extinguishers 
 
Location: All work shall be performed aboard the Training Ship ENTERPRISE which is moored alongside her pier at 101 
Academy Drive, Buzzards Bay, MA 02532. 
 
Period of Performance: The Training Ship ENTERPRISE is expected to return to her dock in Buzzards Bay, MA on August 
29, 2008.  The USCG Certificate of Inspection is due September 30, 2008.  The period of performance shall be from 
September 3, 2008 through September 24, 2008.  
 
1.      Line Item 0001: Perform Annual Inspection, Maintenance & Testing of All Portable Fire Extinguishers 
 
1.1.   Intent & Description: It is the intent of this Contract Line Item Number (CLIN) for the Contractor perform all required 
servicing, inspections, maintenance and testing to the 170   portable extinguishers listed below.  The maintenance required to 
be performed is determined by the note in the “Status” column which indicates the manufactured (Mfg) date or last 6 year 
hydrostatic (Hydro) test date or recharge (rch) date .    Each extinguisher with a manufactured date of 2002 (Mfg 02) will 
require a 6 year servicing and hydrostatic test.  All other extinguishers will require an annual servicing and maintenance.  
 
1.1.1.      The Contractor shall provide 3 copies of all inspections, maintenance and testing records  to the Contracting Officer’s 
Technical Representative (COTR) on appropriate  NFPA forms. 
 
1.1.2.      List of Portable Extinguishers:     
 
Fire Sta # 
 Description 
 Frame / Location 
 Status 
 Serial # 
  
  
 Bridge Deck 
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1 
 15#CO2 
 04-115-2 Wheelhouse 
 Hydro 07 
 V428841 
  
2 
 10#ABC 
 04-115-2 Wheelhouse 
 Mfg 02 
 372441 
  
3 
 20#ABC 
 04-115-0 Chart Rm 
 6 yr 06 
 410497 
  
4 
 20#ABC 
 04-127-0 Passageway 
 6 yr 07 
 847318 
  
5 
 20#ABC 
 04-135-1 Ladderwell FS 1 
 Mfg 02 
 847308 
  
  
 Cabin Deck 
   
   
   
  
6 
 20#ABC 
 03-130-2 Passage Port 
 6 yr 07 
 847321 
  
7 
 20#ABC 
   
 
03-130-1 Passage Stbd 
 Mfg 02 
 847309 
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82 
 20#ABC 
   
 
03-115-0 Passage Fwd 
 Mfg 02 
 849600 
  
  
 Boat Deck 
   
   
   
  
8 
 20#ABC 
 02-127-2 Passage Port 
 6 yr 07 
 410441 
  
9 
 20#ABC 
 02-129-1 Passage Stbd 
 Mfg 02 
 8473225 
  
  
 Upper Deck 
   
   
   
  
10 
 20#ABC 
 01-129-2 Passage Port 
 Mfg 02 
 410483 
  
11 
 20#ABC 
 01-129-1 Passage Stbd 
 Mfg 02 
 410486 
  
  
 Main Deck 
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12 
 10#ABC 
 1-118-2 Passage Port 
 6 yr 07 
 372421 
  
13 
 20#ABC 
 1-123-1 Passage Stbd 
 6 yr 07 
 410465 
  
15 
 10#ABC 
 1-140-1 Inside Bakery Stbd 
 Mfg 02 
 372425 
  
16 
 20#ABC 
 1-140-0 Outside Bakery/Galley 
 Mfg 02 
 410449 
  
  
 Upper Tween House 
   
   
   
  
17 
 20#ABC 
 2-135-2 Engine Stores Port 
 Mfg 02 
 410476 
  
18 
 20#ABC 
 2-135-1 Engine Stores Port 
 Mfg 02 
 410464 
  
  
 Machinery Space 
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 20#ABC 
 FS30 
   
   
  
14 
 20#ABC 
 1-120-0 Main Deck Fwd 
   
   
  
  
 CO2 Semi Portable Hose Reel, 2 x 100 lb 
 3-137-2 Operating Platform  
 Hydro 02 
 96626 (298lb) 67098 (295lb) 
  
31A 
 10#ABC 
 Engine Operate Station 
 6 yr 04 / rch 07 
 679387 
  
19 
 20#ABC 
 4-127-1 Tank Top Ladder Stbd 
 6 yr 07 
 849782 
  
20 
 20#ABC 
 4-129-2 Tank Top Ladder Port 
 Mfg 02 
 847303 
  
  
 Fwd House #4 Hold AMR 
   
   
   
  
51 
 10#ABC 
 4-98-0 Fwd Ladder Well 
 Mfg 03 
 372414 
  
51A 
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 20#ABC 
 4-100-0 Fwd Midship FS51 
 Mfg 02 
 265232 
  
52 
 20#ABC 
 4-115-0 Aft 
 Mfg 02 / rch 04 
 410487 
  
52A 
 20#ABC 
 4-115-0 Aft Midship FS 50 
 6 yr 07 
 849783 
  
  
 Fwd House #4 Hold Lower Tween 
   
   
   
  
46 
 20#ABC 
 3-97-0 Passage Fwd 
 Mfg 02 
 410444 
  
47 
 20#ABC 
 3-109-0 Passage Aft 
 Mfg 02 
 410457 
  
  
 Fwd House #4 Hold Upper Tween 
   
   
   
  
42 
 20#ABC 
 2-103-0 Passage Fwd 
 Mfg 02 
 849616 
  
43 
 20#ABC 
 2-86-0 Passage Aft 
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 Mfg 02 
 849768 
  
  
 Fwd House #3 Hold Upper Tween 
   
   
   
  
40 
 20#ABC 
 2-78-0 Passage Fwd 
 Hydro 05 
 608300 
  
41 
 20#ABC 
 2-86-0 Passage Aft 
 Mfg 03 
 877842 
  
  
 Fwd House #3 Hold Lower Tween 
   
   
   
  
44 
 20#ABC 
 3-74-0 Inside Fwd 
 6 yr 07 
 847319 
  
45 
 20#ABC 
 3-82-0 Inside Aft 
 Mfg 02 
 411819 
  
  
 Fwd House #3 Hold Tank Top 
   
   
   
  
48 
 20#ABC 
 4-71-0 Fwd Ladderwell 
 Mfg 02 
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 410494 
  
49 
 20#ABC 
 4-84-0 Inside Gym 
 6 yr 07 
 410493 
  
50 
 10#ABC 
 4-82-2 Cadet Laundry Port 
 Mfg 02 
 372415 
  
  
 Fwd House Upper Deck 
   
   
   
  
32 
 20#ABC 
 01-80-0 Fwd Passage 
 Mfg 02 
 410509 
  
33 
 20#ABC 
 01-95-0 Centerline Pasage 
 Mfg 02 
 410484 
  
  
 Fwd House Main Deck 
   
   
   
  
37 
 20#ABC 
 1-92-1 Passage Stbd 
 Mfg 02 
 410502 
  
36 
 20#ABC 
 1-80-2 Passage Port Fwd 
 6 yr 07 
 410504 
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34 
 20#ABC 
 1-79-2 Inside Computer Lab 
 Mfg 02/rch 04 
 849610 
  
35 
 20#ABC 
 1-79-2 Library 
 Mfg 02/rch 04 
 410505 
  
38 
 20#ABC 
 1-90-2 Passage Port 
 6 yr 07 
 410464 
  
39 
 20#ABC 
 1-107-0 Quarterdeck 
 Mfg 02 
 410499 
  
  
 Foc’sle 
   
   
   
  
21 
 20#ABC 
 1-11-2 Bosun Stores 
 Mfg 02 
 410490 
  
81 
 20#ABC 
 1-20-2 Bow Thruster Rm 
 Mfg 02 
 849609 
  
  
 #1 Hold Main Deck 
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22 
 20#ABC 
 1-42-2 Stbd Aft 
 Mfg 02 rch 04 
 410460 
  
22A 
 20#ABC 
   
 6 yr 07 
 410508 
  
  
 20#ABC 
   
 Mfg 02 
 410466 
  
  
 20#ABC 
 Port 
 Mfg 02 
 849621 
  
  
 20#ABC 
   
 Mfg 02 
 849617 
  
  
 #1 Hold Upper Tween 
   
   
   
  
30 
 20#ABC 
 2-43-1 Stbd Fwd 
 Mfg 02 
 847320 
  
  
 #2 Hold Upper Tween 
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23 
 20#ABC 
 2-43-1 Stbd Fwd 
 Mfg 02 rch 04 
 847320 
  
24 
 20#ABC 
 2-43-2 Port Fwd 
 Mfg 02 
 410409 
  
25 
 20#ABC 
 2-66-0 Port Aft 
 6 yr 06 rch 07 
 410467 
  
26 
 10#ABC 
 2-58-2 Port Fwd of Paint Lkr 
 Mfg 02 rch 04 
 372406 
  
27 
 20#ABC 
   
 Mfg 02 
 410461 
  
  
 20#ABC 
 Spare At Paint Lkr 
 6 yr 06 rch 07 
 849623 
  
  
 20#ABC 
 Spare At Paint Lkr 
 6 yr 06 
 410470 
  
  
 10#ABC 
 Spare At Paint Lkr 
 Mfg 02 
 372427 
  
  
 15#CO2 
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 Spare At Paint Lkr 
 Hydro 06 
 V134168 
  
  
 10#ABC 
   
 6 yr 06 
 101945 
  
  
 #2 Hold Lower Tween 
   
   
   
  
28 
 20#ABC 
 3-66-0 Port Aft 
 6 yr 07 
 410481 
  
29 
 20#ABC 
 3-64-1 Stbd Aft 
 6 yr 07 
 849784 
  
  
 #2 Hold Tank Top 
   
   
   
  
31 
 20#ABC 
 4-66-0 Mid Ship Aft 
 Mfg 02 
 410495 
  
  
 Aft House Upper 
   
   
   
  
59 
 20#ABC 
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 01-162-1 Passage Stbd 
 Mfg 02 
 410485 
  
60 
 20#ABC 
 01-162-0 Passage Fwd 
 Mfg 02 
 410473 
  
61 
 10#ABC 
 01-174-1 Passage Aft 
 Mfg 02 
 847310 
  
62 
 20#ABC 
 01-160-2 Passage Port 
 Mfg 02 
 410475 
  
  
 Aft House Main 
   
   
   
  
63 
 10#ABC 
 1-150-0 Galley Port 
 Mfg 02 
 372436 
  
64 
 20#ABC 
 1-157-2 Cadet Mess Fwd 
 Mfg 02 
 410500 
  
65 
 20#ABC 
 1-189-1 Cadet Mess Aft 
 Mfg 02 
 849618 
  
  
 5 Hold Lower Tween 
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75 
 20#ABC 
 3-157-01 Engine Training Lab 
 6 yr 07 
 410456 
  
76 
 20#ABC 
 3-166-2 Engine Training Lab 
 6 yr 07 
 410458 
  
73 
 20#ABC 
 3-144-0 Engine Training Lab 
 Mfg 02 
 410455 
  
74 
 20#ABC 
 3-142-2 Vestibule Fwd 
 Mfg 02 
 410448 
  
  
 5 Hold Upper Tween 
   
   
   
  
67 
 20#ABC 
 2-140-0 Dry Stores Fwd 
 Mfg 02 
 410477 
  
68 
 20#ABC 
 2-153-2 Passage Fwd 
 Mfg 02 
 410492 
  
66 
 10#ABC 
 2-152-2 Inside Machine Shop 
 Mfg 02 
 410472 
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69 
 20#ABC 
 2-169-0 Passage Aft 
 Mfg 02 
 41047 
  
  
 6 Hold Lower Tween 
   
   
   
  
77 
 20#ABC 
 3-176-0 Fwd 
 Mfg 02 
 410489 
  
78 
 20#ABC 
 3-191-1 Aft 
 Mfg 02 
 410453 
  
  
 6 Hold Upper Tween 
   
   
   
  
72 
 20#ABC 
 2-189-0 Aft Passage 
 Mfg 02 
 410482 
  
71 
 20#ABC 
 2-181-0 Mid Ship Passage 
 Mfg 02 
 849622 
  
70 
 20#ABC 
 2-177-0 Fwd Passage 
 Mfg 02 
 410469 
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 Aft Steering 
   
   
   
  
79 
 10#ABC 
 2-204-1 Rope Lkr 
 Mfg 02 
 372413 
  
80 
 20#ABC 
 2-200-2 Carpenter Shop 
 Mfg 02 
 410472 
  
  
 Main Dk DC Lkr #2 
   
   
   
  
  
 10#ABC 
   
 Mfg 02 
 679393 
  
  
 10#ABC 
   
 Mfg 02 
 372423 
  
  
 DC Lkr @ 1-67-1 
   
   
   
  
  
 10#ABC 
   
 Mfg 02 
 372440 
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 10#ABC 
   
 Mfg 02 
 372438 
  
  
 DC Lkr @ 2-193-2 
   
   
   
  
  
 10#ABC 
   
 Mfg 02 
 372429 
  
  
 10#ABC 
   
 Hydro 04 
 026858 
  
  
 Main Dk DC Lkr #3 
   
   
   
  
  
 10#ABC 
   
 Mfg 02 
 372248 
  
  
 10#ABC 
   
 6 yr 04 
 336550 
  
  
 Cabin Dk DC Lkr #5 
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 10#ABC 
   
 Mfg 02 
 372424 
  
  
 10#ABC 
   
 Mfg 02 
 372426 
  
  
 Nav Lab 1 
   
   
   
  
  
 15# CO2 
   
 Hydro 07 
 V425760 
  
  
 Nav Lab 2 
   
   
   
  
  
 20#ABC 
   
 Mfg 02 
 849780 
  
  
 20#ABC 
   
 Mfg 02 
 849611 
  
  
 Spares 
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 20#ABC 
   
 6 yr 07 
 847311 
  
  
 20#ABC 
   
 6 yr 07 
 849614 
  
  
 20#ABC 
   
 6 yr 07 
 410496 
  
  
 20#ABC 
   
 6 yr 07 
 410491 
  
  
 10#ABC 
   
 Hydro 03 
 101943 
  
  
 10#ABC 
   
 6 yr 05 
 188557 
  
  
 10#ABC 
   
 Hydro 03 
 629073 
  
  
 10#ABC 
   
 6 yr 06 
 372407 
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 10#ABC 
   
 Hydro 04 / rch 07 
 802597 
  
  
 10#ABC 
   
 Hydro 04 
 164429 
  
  
 10#ABC 
   
 Hydro 04 
 101939 
  
  
 10#ABC 
   
 6 yr 03 
 679392 
  
  
 10#ABC 
   
 Mfg 02 
 372440 
  
  
 10#ABC 
   
 Hydro 02 
 269757 
  
  
 20#ABC 
   
 6 yr 07 
 410501 
  
  
 10#ABC 
   
 Hydro 07 
 336552 
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 20#ABC 
   
 Hydro 07 
 410498 
  
  
 20#ABC 
   
 6 yr 07 
 547571 
  
  
 20#ABC 
   
 6 yr 07 
 410451 
  
  
 20#ABC 
   
 6 yr 07 
 410488 
  
  
 20#ABC 
   
 6 yr 07 
 410452 
  
  
 20#ABC 
   
 Mfg 02 
 410462 
  
  
 20#ABC 
   
 Mfg 02 rch 05 
 410471 
  
  
 20#ABC 
   
 Mfg 02  
 410459 
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 10#ABC 
   
 Hydro 03 
 101942 
  
  
 20#ABC 
   
 6 yr 06 
 849615 
  
  
 10#ABC 
   
 Hydro 04 
 217927 
  
  
 10#ABC 
   
 Hydro 05 
 358323 
  
  
 10#ABC 
   
 Hydro 03 
 324005 
  
  
 20#ABC 
   
 Mfg 02 
 410463 
  
  
 10#ABC 
   
 Mfg 02 
 372438 
  
  
 10#ABC 
   
 Mfg 02 
 372438 



   Document No. 

DTMA2P08161/0001 

Document Title 

ENT080460-FIRE EXTING. 
  Page 28 of 44 

 

  
  
 20#ABC 
   
 Hydro 06 
 918643 
  
  
 20#ABC 
   
 Mfg 02 
 410480 
  
  
 20#ABC 
   
 Mfg 02 
 849620 
  
  
 10#ABC 
   
 Mfg 02 
 372430 
  
  
 10#ABC 
   
 Hydro 07 
 164430 
  
  
 10#ABC 
   
 6 yr 06 rch 07 
 065268 
  
  
 10#ABC 
   
 Hydro 04 
 365098 
  
  
 10#ABC 
   
 Hydro 06 
 865933 



   Document No. 

DTMA2P08161/0001 

Document Title 

ENT080460-FIRE EXTING. 
  Page 29 of 44 

 

  
  
 15#CO2 
   
 Hydro 06 
 009608 
  
  
 15#CO2 
   
 Hydro 06 
 000416 
  
  
 15#CO2 
   
 Hydro 06 
 844994 
  
  
 15#CO2 
   
 Hydro 06 
 338577 
  
  
 15#CO2 
   
 Hydro 06 
 063013 
  
  
 15#CO2 
   
 Hydro 05 
 844985 
  
  
 15#CO2 
   
 Hydro 06 
 323354 
  
  
 15#CO2 
   
 Hydro 05 
 476221 
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 15#CO2 
   
 Hydro 06 
 438570 
  
  
 Life Boats 
   
   
   
  
  
 5#ABC 
   
 Mfg 03 
 525285 
  
  
 5#ABC 
   
 Mfg 03 
 525276 
  
  
 2.5#ABC 
   
 Mfg 02 
 747120 
  
  
 2.5#ABC 
   
 Mfg 02 
 743708 
  
  
 2.5#ABC 
   
 Mfg 02 
 747030 
  
  
 2.5#ABC 
   
 Mfg 02 
 035581 
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 2.5#ABC 
   
 6 yr 07 
 743696 
  
  
 2.5#ABC 
   
 Mfg 02 
 747119 
  
  
 2.5#ABC 
   
 Mfg 02 
 743698 
  
  
 2.5#ABC 
   
 Mfg 02 
 747036 
  
  
 2.5#ABC 
   
 Mfg 02 
 865102 
  
  
 2.5#ABC 
   
 Hydro 04 
 597603 
  
  
 2.5#ABC 
   
 6 yr 04 
 597507 
  
  
 Rescue Boat 
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 2.5#ABC 
   
 Mfg 02 
 Rep 08 
  
  
 2.5#ABC 
   
 Mfg 02 
 Rep 08 
  
 
  
 
2.      Line Item 0002: Perform Annual Inspection, Maintenance & Testing of All  Fixed CO2 Systems:  
 
2.1.   Intent & Description: It is the intent of this CLIN for the Contractor to perform all required servicing, inspections, 
maintenance and testing of the following 10 fixed CO2 extinguishing systems consisting of a total of 120, 100 lb cylinders.  
This testing shall include the weighing and inspection of all cylinders, the testing of all pull boxes and cables, timers, shutdown 
switches, sirens, and the inspection of all hoses, piping and nozzles.  Upon completion the Contractor shall demonstrate the 
satisfactory operation of all CO2 systems to the COTR in the presence of the attending USCG inspector.  A list of serial 
numbers and hydrostatic dates of all fixed cylinders is provided below.   
 
2.1.1.      The Contractor shall remove, re-charge and reinstall ten (5), 100 lb cylinders which contain less than the minimum 
acceptable charge 
 
2.1.2.      The Contractor shall purchase and renew 2 timers.   
 
2.1.3.      The Contractor shall hydrostatically test 20 flexible cylinder hoses. 
 
2.1.4.      The ship’s crew will be available to start and reset all ventilation fans, pumps and generators, as necessary, for the 
demonstration of their required shutdowns. 
 
2.1.5.      The Contractor shall provide 3 copies of all inspections, maintenance and testing records  to the COTR on appropriate 
NFPA forms. 
 
2.1.6.      List of Fixed CO2 Systems: 
 
Description 
 Weight 
 Status 
 Serial # 
  
Bos’n Stores Foc’sle CO2 System 
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100 lb CO2 
 296 lb 
 Hydro 02 
 001414 
  
100 lb CO2 
 298 lb 
 Hydro 02 
 67145 
  
100 lb CO2 
 290 lb 
 Hydro 02 
 66989 
  
Time Delay 
   
 60 sec 
   
  
Sirens 
   
 OK 
   
  
Pressure Switch  
   
 OK 
   
  
Fuel Transfer Rm CO2 System 
   
   
   
  
100 lb CO2 
 287 lb 
 Hydro 00 
 822272 
  
100 lb CO2 
 292 lb 
 Mfg 98 
 807129 
  
100 lb CO2 
 295 lb 
 Hydro 00 
 663767 
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100 lb CO2 
 290 lb 
 Mfg 99 
 2356803 
  
Time Delay 
   
 62 sec 
   
  
Sirens 
   
 OK 
   
  
Pressure Switch  
   
 OK 
   
  
Aft Paint Lkr CO2 System 
   
   
   
  
100 lb CO2 
 290 lb 
 Hydro 02 
 96696 
  
100 lb CO2 
 289 lb 
 Hydro 02 
 287293 
  
Data Logger Rm CO2 System 
   
   
   
  
100 lb CO2 
 292 lb 
 Hydro 01 
 67133 
  
Pressure Switch  
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 OK 
   
  
Emergency Generator Rm CO2 System 
   
   
   
  
Pressure Switches (2)  
   
 OK 
   
  
100 lb CO2 
 288 lb 
 Hydro 01 
 7165 
  
100 lb CO2 
 291 lb 
 Hydro 01 
 28721 
  
Shaft Alley CO2 System (using 10 cylinders from main bank) 
   
   
   
  
Time Delay 
   
 40 sec 
   
  
Sirens 
   
 OK 
   
  
Pressure Switch  
   
 OK 
   
  
Auxiliary Machinery Space CO2 System (using 36 cylinders from main bank) 
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Time Delay 
   
 60 sec 
   
  
Sirens 
   
 OK 
   
  
Pressure Switch  
   
 OK 
   
  
Engine Room CO2 System (using 61 cylinders from main bank) 
   
   
   
  
Time Delay 
   
   
   
  
Sirens 
   
 OK 
   
  
Pressure Switches (6)  
   
 OK 
   
  
Cargo Hold 1 & 2 CO2 System (using various cylinders from main bank) 
   
   
   
  
Time Delay for Hold 1 
   
 64 sec 
   
  
Time Delay for Hold 2 
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 62 sec 
   
  
Sirens 
   
 OK 
   
  
Pressure Switches (6)  
   
 OK 
   
  
Strobes (6) 
   
 OK 
   
  
Hold #2 Upper Tween Dk Paint Lkr 
   
   
   
  
100 lb CO2 
   
 Mfg 99 
 24701165 
  
100 lb CO2 
   
 Mfg 99 
 2470117Y 
  
Main CO2 Bank 
   
   
   
  
100 lb CO2 
 295 
 Hydro 01 
 61266 
  
100 lb CO2 
 298 
 Hydro 01 
 67051 
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100 lb CO2 
 293 
 Hydro 01 
 96708 
  
100 lb CO2 
 292 
 Hydro 01 
 96820 
  
100 lb CO2 
 292 
 Hydro 01 
 67110 
  
100 lb CO2 
 288 
 Hydro 01 
 96782 
  
100 lb CO2 
 290 
 Hydro 01 
 67104 
  
100 lb CO2 
 290 
 Hydro 01 
 67103 
  
100 lb CO2 
 294 
 Hydro 01 
 67131 
  
100 lb CO2 
 298 
 Hydro 01 
 67116 
  
100 lb CO2 
 296 
 Hydro 01 
 67208 
  
100 lb CO2 
 295 
 Hydro 01 
 67173 
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100 lb CO2 
 288 
 Hydro 01 
 67100 
  
100 lb CO2 
 290 
 Hydro 05 
 53013 
  
100 lb CO2 
 292 
 Hydro 05 
 67148 
  
100 lb CO2 
 290 
 Hydro 01 
 61493 
  
100 lb CO2 
 298 
 Hydro 01 
 67129 
  
100 lb CO2 
 296 
 Hydro 01 
 67118 
  
100 lb CO2 
 298 
 Hydro 05 
 61446 
  
100 lb CO2 
 298 
 Hydro 01 
 96758 
  
100 lb CO2 
 288 
 Hydro 01 
 67127 
  
100 lb CO2 
 290 
 Hydro 01 
 96621 
  
100 lb CO2 
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 292 
 Hydro 01 
 67078 
  
100 lb CO2 
 292 
 Hydro 05 
 67091 
  
100 lb CO2 
 296 
 Hydro 05 
 67087 
  
100 lb CO2 
 290 
 Hydro 01 
 96606 
  
100 lb CO2 
 298 
 Hydro 01 
 67086 
  
100 lb CO2 
 296 
 Hydro 01 
 67151 
  
100 lb CO2 
 290 
 Hydro 01 
 96810 
  
100 lb CO2 
 292 
 Hydro 01 
 67111 
  
100 lb CO2 
 288 
 Hydro 01 
 61516 
  
100 lb CO2 
 290 
 Hydro 01 
 96485 
  
100 lb CO2 
 288 
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 Hydro 01 
 67065 
  
100 lb CO2 
 292 
 Hydro 05 
 67196 
  
100 lb CO2 
 296 
 Hydro 01 
 67156 
  
100 lb CO2 
 294 
 Hydro 01 
 49508 
  
100 lb CO2 
 290 
 Hydro 01 
 96677 
  
100 lb CO2 
 288 
 Hydro 01 
 61320 
  
100 lb CO2 
 290 
 Hydro 01 
 61547 
  
100 lb CO2 
 298 
 Hydro 01 
 67189 
  
100 lb CO2 
 296 
 Hydro 01 
 6933 
  
100 lb CO2 
 290 
 Hydro 01 
 67161 
  
100 lb CO2 
 298 
 Hydro 01 
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 30271 
  
100 lb CO2 
 294 
 Hydro 01 
 67120 
  
100 lb CO2 
 292 
 Hydro 01 
 67180 
  
100 lb CO2 
 294 
 Hydro 01 
 67136 
  
100 lb CO2 
 292 
 Hydro 01 
 66998 
  
100 lb CO2 
 292 
 Hydro 01 
 61139 
  
100 lb CO2 
 292 
 Hydro 01 
 67067 
  
100 lb CO2 
 292 
 Hydro 01 
 61496 
  
100 lb CO2 
 288 
 Hydro 01 
 61438 
  
100 lb CO2 
 290 
 Hydro 01 
 61498 
  
100 lb CO2 
 290 
 Hydro 01 
 67178 
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100 lb CO2 
 296 
 Hydro 01 
 67076 
  
100 lb CO2 
 290 
 Hydro 01 
 96440 
  
100 lb CO2 
 298 
 Hydro 01 
 67204 
  
100 lb CO2 
 292 
 Hydro 01 
 67186 
  
100 lb CO2 
 290 
 Hydro 01 
 67070 
  
100 lb CO2 
 296 
 Hydro 01 
 67199 
  
100 lb CO2 
 298 
 Hydro 01 
 67194 
  
 
  
 
3.      Line Item 0003: Perform Annual Inspection, Maintenance & Testing of The Kidde Smoke Detection System: 
 
3.1.    Intent & Description: It is the intent of this CLIN for the Contractor to perform the annual servicing, inspection, 
maintenance and testing of the Kidde smoke detection system.  Upon completion, the Contractor shall demonstrate the 
satisfactory operation of this system to the COTR in the presence of the attending USCG inspector.  
 
3.1.1.      The Contractor shall test each of the following sensing lines for proper operation . 
 
Cargo Hold 1 Upper Tween 
  
Cargo Hold 1 Main Deck 
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Cargo Hold 1 Lower Tween 
  
Cargo Hold 2 Tank Top 
  
Cargo Hold 2 Lower Tween 
  
Cargo Hold 2 Upper Tween 
  
Data Logger Rm 
  
Bos’n Stores 
  
 
3.1.2        The Contractor shall inspect and clean the internals of the vacuum cabinet and indicator panel (located in the main 
CO2 room) and remote indicator panel (located on the bridge). 
 
3.1.3        The Contractor shall provide 3 copies of all inspections, maintenance and testing records  to the COTR on 
appropriate NFPA forms. 
 
  
 
 
 
 
 
 
 
  


